
COMHONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Hatter of: 

THE APPLICATION OF MOUNTAIN WATER 1 
DISTRICT FOR A CERTIFICATE OF PUBLIC ) 
CONVENIENCE AND NECESSITY AUTHORIZING ) CASE NO. 10150 
THE CONSTRUCTION OF A WATER DISTRI- 1 
BUTION SYSTEM IN THE BLACKBERRY AREA ) 
OF PIKE COUNTY, KENTUCKY 1 

O R D E R  

IT IS ORDERED that Mountain Water District (*Mountain") shall 

f i l e  an original and seven copies of the following information 

with t h e  Commission w i t h  a copy to all parties of record no later 

than March 4, 1988. If the information cannot be provided by this 

date, Uountain should submit a motion for an extension of time 

stating t h e  reason a delay  is necessary and include a date by 

which it w i l l  be furnished. Such motion will be considered by the 

Commission. Mountain shall furnish with each recrponse the name of 

the witness who will be available at the public hearing for 

responding to questions concerning each Item of information 

requested. 

1. Mountain filed computer hydraulic ana lyees  for the 

proposed water distribution system with its application. Unfortu- 

nately these analyses did not depict  the "on-off' operation of 

Booster Pump No. 6 and Booster Pump NO* 7 ,  and the "emPtY-fi11' 

cycles of Tank No. 6 and Tank No. 7. (Note - Pump and Tank 

notatlona ace tram the conatructfon p l a n s ) .  Baeed on t h i s ,  



provide hydraulic analyses, supported by computations and actual 

field measurements, of typical operational sequences of the 

proposed water distribution system. These hydraulic analyses 

should demonstrate the operation of a l l  pump stations and the 

.ernpty-fill” cycle of all r a t e r  storage tanks. Computations are 

to be documented by a labeled schematic map of the system that 

s h o w s  pipeline sizes, lengths, connections, pumps, water storage 

tanks, wells, and sea l e v e l  elevations of key points, as well as 

allocations of actual  customer demands. F l o w s  used in the 

analyses s h a l l  be identified as to whether they are based on 

average instantaneous flows, peak instantaneous flows, or any 

combination or variation thereof. The flows used in the analyses 

shall be documented by actual field measurements and customer use 

records. Justify fully any assumptions used in the analyses. 

2. The pump specifications do not exactly match the 

characteristic (head/capacity) curves utilized i n  the hydraulic 

analyses. Provide clarification on this matter. In addition, 

provide a copy of the pump manufacturer’s characteristic curves on 

whLch the designs of the proposed pump stations were baaed. Also 

provide the appropriate design calculations. 

3. The computer hydraulic snalyeee filed in this came for 

the proposed water distribution system indicate that the potential 

exists  for the system to experience high pressure (more than 150 

p s i g )  a t  Nodes 2,  7, 8, 11, 1 2 ,  1 4 ,  16, 18, 23, 25, 43 and 51. 

Pressures at this level are in violation of PSC regulation 807 KAR 

5 : 0 6 6 ,  Section 6 (1). Provide details of any preventive measures 
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or additional construction Mountain intends to perform to protect 

against this type of occurrence. Details should be documented by 

hydraulic analyses and field measurements. 

4. The engineering information submitted with the 

application indicates that Mountain is proposing to install 

approximately 14 fire hydrants as part of this project. KRS 227, 

t h e  "Recsmmended Standards For Water Works" by the Great L a k e s  - 
Upper Mississippi River Board of State Sanitary Engineers ("Ten 

States Standards") and the Insurance Services Office ( " I S O " )  all 

have requirements for providing fire protection. All of these 

references require fire hydrant installation on a minimum of 

6-inch diameter water lines. For residential construction, the 

IS0 requires the capability to deliver between 500 and 1500 

gallons per minute at a residual pressure of 20 pounds per square 

inch for a minimum of 2 hours from any f i r e  hydrant. The Ten 

States Standards allow a fire hydrant on dead-end mains for 

flushing Only I f  flow and pressure are sufficient. Otherwise an 

approved flushing hydrant or blow-off valve should be used. Baaed 

on the above, provide information a8 to t h e  purpose of the 

proposed fire hydrants. If t h e  purpose of the proposed fire 

hydrants Is to provide fire protection, provide hydraulic analyses 

demonstrating the capability of Mountain's system to comply with 

t h e  requirements of KRS 227, the IS0 and the Ton States Standards. 

If the f i re  hydrants are proposed for reabonis other than f i r e  

protection state why other equipment was not coneidered ( s . g .  

blow-off valves, d r a f n  valve8,  e t c . ) .  
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5. Provide a pressure recording chart showing the actual 

24-hour continuously measured pressure available at the location 

listed below on Mountain's system. Identify the 24-hour period 

recorded, the exact location of the pressure recorder and the sea 

level elevation of the recorder. 

a .  The water storage tank nearest t h e  proposed 

Connection point for the Blackberry  syetem. 

6. The hydraulic analysis narrative mentions f i e l d  teets 

conducted on the e x i s t i n g  s y s t e m  neat the proposed connection 

point for the Blackberry system. Provide copies of a l l  d a t a ,  

calculations, r e s u l t s ,  etc., associated with these field tests. 

Done at Frankfort, Kentucky, this 16thdayof February, 1988. 

PUBLIC SERVICE COMMISSION 

/L.zJu&/&+# For the Commission 

ATTEST : 

kxecu t i ve Di rector 


